
Example of proper markings on plastic gas pipe approved for use

 ASTM  D  2513
Gas Pipe                  PE 2406

Locking Valve - Company Use

Ball Valve - Customer Use

Service Regulator

Meter Bar

Ground Level

Plastic Gas Pipe

Tracer Wire

Building Wall

House Bracket

Anodeless Riser
Gas Main

Service Saddle

Curb Stop Valve

   Curb Box

Meter Manifold Location 

Must Be Level and Plumb

18'' minimum

                   Customer Service LineDistribution Main Service

Standard Meter Manifold

Example of Typical Service Line Installation

Meter Manifold and Typical Service Line Installation Drawing


